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Report No. : SGS-R20-1350-EN01 

Order No. : DTRC2003000416EN 

Applicant : WISE Control Inc. 

Address : 
2022 Deogyeong-dearo, Giheung-gu, Yongin-si, Gyeonggi-do, Korea 

(17097) 

Product : Ultra High Purity Pressure Transmitter 

Model No. : PT86X Series(PT861, PT862, PT863) 

Date of Test : March 23, 2020. ~ March 24, 2020. 

Standard : 
IEC 60529: 2013 
Degrees of protection provided by enclosures (IP65) 

Test Result : Refer to page 9 

Use of Report : For Quality Control 

This is certified that the above mentioned products have been tested for the sample provided by client. 

Affirmation 
Tested by 

Name : Jeong, Sang-jin 

Technical Manager 

Name : Koo, Hyung-kun 

 

※ No part of this document may be duplicated or reproduced by any means without the express written permission. 

※ The test report is a revised version of SGS-R20-1350-EN00. 

※ The test report is not related to our KOLAS accreditation. 
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